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- . Walkway - Furnish and install the 15kV cables into

| Pipe Beam eX|s+|ng cable trays and conduits shown on
! dd P this drawing. See sheet E-837.

| ) ; i - - Furnish and install fiber optic cables into

¢

existing cable trays and conduits shown on
this drawing. See sheet E-983.

- Inspect for system ground continuity.

| ; \?\ I/ See sheets E-839 and E-840.
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TV 3. All cable trays and conduits shown on this

\ \ drawing are existing. Bold ones are to be used

Ty for pulling cable.
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7 r 7 7 @ Furnish and install splice cable tray as

@ Mount splice cable tray between diaphragms
at station 80+63 as shown on E-814, and
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secure properly. See sheet E-836, section
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detail 4

@ In order to be able to pull the 15 kV cable,
the Contractor shall disassemble the 15 kV
flexible conduit installation. The 15 kV
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. flexible conduit shall be reinstalled after
[ — the 15 kV cable has been pulled.
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